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1. ALL ELECTRICAL WORKS SHALL BE DONE IN ACCORDANCE

WITH THE PROVISION OF THE LATEST EDITION OF THE

PHILIPPINE ELECTRICAL CODE, THE RULES AND REGULATION

OF THE LOCAL GOVERNMENT AGENCY CONCERNED, AND THE

POLICIES OF THE LOCAL POWER COMPANY.

2. ALL CIRCUITS SHALL BE WIRED NOT LESS THAN 2.0mm², TYPE

THHN/THWN FOR LIGHTING OUTLET  AND 3.5mm² TYPE

THHN/THWN FOR CONVENIENCE OUTLET.

3. ALL CONDUCTORS SHALL BE COPPER WIRE

THHN/THWN/THW/TW TYPE, 600 VOLTS INSULATION.

4. ALL BRANCH CIRCUITS SHALL BE INSTALLED IN 15MMØ

POLYVINYL CONDUIT @ 10ft./LENGTH (PVC) AND PLASTIC

MOULDING (25mmx13mmx8ft) WITH SIZE INDICATED AND SHALL

BE LAYED OUT UP TO THE NEW PANEL DISTRIBUTION BOARD.

5. ALL NON-CURRENT CARRYING PARTS SHALL BE ADEQUATELY

AND EFFECTIVELY GROUNDED IN ACCORDANCE WITH THE

REQUIREMENTS OF THE PHILIPPINE ELECTRICAL CODE.

6. ALL WALL OUTLETS SHALL BE INSTALLED AT THE FOLLOWING

HEIGHT OF FINISHED FLOOR LEVEL UNLESS NOTED ON THE

PLANS.

          a. WALL SWITCHES . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1300mm

          b. DUPLEX 3-PIN UNIVERSAL CONVENIENCE OUTLET. . 300mm

7. ALL LIGHTING FIXTURES (PIN LIGHT) SHALL BE 12W

DOWNLIGHT; 86V-286V, 720lm/390lm, DAYLIGHT, AND 150x65MM

(6 INCHES)

8. ALL WALL OUTLETS AND EXPOSED CONDUITS SHALL BE LAID

OUT PLUMB, SYMMETRICAL AND PERPENDICULAR TO THE

BUILDING LINES.

9. ALL MATERIALS TO BE USED SHALL BE NEW AND OF THE

APPROVED TYPE BEARING THE STAMP OF THE

MANUFACTURER, TYPE OF LIGHTING FIXTURE SHALL BE

COORDINATED WITH THE ARCHITECT OR OWNER FOR FINAL

APPROVAL AND IN ACCORDANCE WITH THE GOVERNING

STANDARDS.

10. PROVIDE EFFECTIVE AND ADEQUATE GROUNDS.

11. ALL ELECTRICAL WORKS SHALL BE DONE UNDER THE

SUPERVISION OF A DULY LICENSED ELECTRICAL ENGINEER.
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